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1 Safety information
1.1 General safety instructions

WARNING!
When connecting and operating the motors considerable hazards to 
the life and health of persons may occur!
 When connecting the motor observe the following safety instructions, 

the operating instructions for the motor and applicable national, local 
and system-specific regulations.

1.2 Safety when making the electrical 
connection

WARNING!
Electrical shock by touching live unpainted parts of the motor!
 The electrical connection of the motor may only be carried out by a 

qualified electrician.
 Before connecting the motor, switch the relevant system or machine to 

zero potential with the main switch and protect the main switch against 
being turned on again!

 Close the entire connector housing before turning on the motor.
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2 Power connection

nN = Nominal speed of the motor
KEM = Voltage constant of the motor
UZK = DC link voltage of the drive controller

3 Temperatu
NOTICE

The thermal winding pro
connection errors!
 Carefully note the type

motor name plate.

Parameters Connection diagram Configuration
nN = 3000 min-1

KEM = 118/121 V / 1000 min-1

UZK = 620 V Δ

nN = 1800 min-1

KEM = 118/121 V / 1000 min-1

UZK = 310 V Δ

nN = 1800 min-1

KEM = 201/206 V / 1000 min-1

UZK = 620 V Y
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